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DEFARTIENT OF KERALA FIRE & RESCUE SERVICES
ANNEXURE i1
OFFICE OF THE STATION OFFICER
NO: C- 336/2027 DATED- 27-07-2023
NON OBJECTION CERTIFICATE

RENCWAL

The Board headed by the Station Officer ,Fire& Rescue Station Vellimadukunnu
inspected the G+2 Storied 11,25 Metres height Educational Building in Re Servey No.

L4 72[13.72/14,72/24, ot Kutukkatiur Village in Kozhikode District under Kunnamangalam

Grama Parnchayath, ownod by Sri.N.P.Koya Haji,,Managaer Bee line Public School Kuttik-
kattur ,Kozhikode -673008 and recommended to Renew Objection Certificate No.E-
987/2021 dated 25/02/2021 of the Director General /Regional Fire Officer/District Fire
Officer_Fire & Kescue Services ,Kozhikode for the occupation of the said building as per
report. Ne.C-339/7023 Dated 27-07-2023 of the Station Officer ,for One Year

2. Inthe circumstances this No Objection Certificate issued under my seal and
authority for the continued occupation of the above buiiding .No further construction
wilt be aflowed in the vecant spaces provided in the approved plin

3. This Certific issued on the condition that the fire fighting system installed

will be kept always functional and the owner of the building should take special care to
maintain the svstem installed in proper working condition. This certificate is valid for
One Year from the date of issue .After One Year the certificate must be renewed .Non
renewal of the certificate within time limit will result in loss of eligibility for insurance
coverage and appropriate legal action by the local self Government/Revenue Depart-
ment All Officers of and above the rank of Station Officer of the Fire &Rescue Services
Department will have the right to inspect the building on any day/time after serving 7
days notice to ensure that the installed systems are in good working condition
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